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OR ASPHALT RESTORATION
SEE SHEET 4

PROPQSED SURFACING
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SUBGRADE LEVEL~—_____

COMPACTED SUBGRADE.

DETECTABLE WARNING ——
TAPE IN RIGHT OF WAy,

IN RIGHT OF WAY:CONTROL ylodas AR .

DENSITY FILL o e Y] 37 MINIMUM
QUTSIDE OF RIGHT OF way: V
SUITABLE NATIVE MATERIAL OR
BANK RUN GRAVEL, ", SO

SEE 9-03.19 WSDOT, LOOSE oy v e a )12 GAUGE TRACER WIRE

LIFT THICKNESS — 8"

PIPE
g ZONE

DENSITY FILL
OUTSIDE OF RIGHT OF WAY:
GRAVEL BACKFILL FOR PIPE
ZONE BEDDING, SEE :
9-03.12(3) WSDOT—5S - TRENCH l '

OUNDATION LEVEL
25" PE SDR7 IPS

IN RIGHT OF WAY: CONTROL——" \
7

WIDTH

NOTES:

TRENCH WIDTH IN PIPE ZONE:
MAX WIDTH =1.D. + 30" FOR PIPE 15" DIA. OR SMALLER
MAX WIDTH = 1.5 X LD. + 18" FOR PIPE 18" DIA. OR LARGER
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8-3/4" 1" SQUARES
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ruz 5 1" HT 3
2/ o L
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‘. '.v_ '_‘. e l'. -:"‘.
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LONGITUDINAL TRENCH REMOVE AND
REPLACE EXISTING PAVEMENT (2" MIN

THICKNESS) FULL WIDTH OF DISTURBED
LANE,

EXISTING PAVEMENT

SEE UTILITY TREANCH BACKFILL DETAIL
FOR MATERIAL SPECIFICATION

STRAIGHT SAW CUT FULL DEPTH, CLEAN,
HEAT & TACK EDGES WITH SEALER &
SEAL WITH ASPHALYT CEMENT.

®» O © O

TEMPORARY RESTORATION OF TRENCHES FOR OVERNIGHT
USE SHALL BE ACCOMPLISHED BY USING COLD MiX, ATS,
OR STEEL PLATES.

PATCH SHALL BE MACHINE ROLLED FLUSH WITH EXISTING
FAVEMENT AND SHALL BE PLACED PER SECTION 5-04
OF THE WSDOT/APWA SPECIFICATIONS,
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LECTROFUSION TRANSITION OR CORP. SADDLE
2" X 1"

Fip

CENTRAL PLASTICS CO. OR EGUAL

/ 13" PE SDR7 IPS
\ 11” CORPORATION STOP,

MIP X FACKJOINT W/ INSERT
FORD FB1701-5 OR EQUAL

EX. 2”7 HDPE SSFM

* FIELD VERIFY PIPE TO
CONFIRM 2" HDPE AND
SCHEDULE WITH THE CiTY

ONSITE.
- SSFM_CONNECTION CITY OF
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TO FIRE DEPARTMENT
SIAMESE PUMPER
CONNECTION

WALL PIPE W/FLANGE (FLxFL)

SWING TYPE GRAVITY
OPERATED CHECK VALVE
(FLxFL)

SQUARE KNOB ////

_'——

P
! _ oo' - SECTION D.LP (Flx
TAPPING 1" OR 1 3/4 STRA égu l . eo'( h E;‘l;)
RANGE X FLANGE 4 wnzo mto son’ou or 90' ) &“ .}“ " l‘
C— D st e e e
: A 1 ~8rour PJEE (FLXFLuL)
-H(©lll—n.n(.|n, ﬁulllnoll—nl-uunhul
W P < o
Y : Y RESI‘RNNIMG cL 52 D.’P
ghes 52 Jjl rops () 0
TS N ———— QUISIDE OF
AUXILARY LINE: — — 1] vauy, v
oA S —
METER: INVENSUS SR-I  |e—ogm—v— IR ARSI AN e 1 ey )
TOUCH READ 5/6x3/4". '
GALV. STEEELR WALL uot:‘rggo POST INDICATOR
CHAMBER LAD EXTE PLAN . -
DER MACESS DOOR. A~ REQUIRED BY
SEE STANDARD DETAIL 8-130 FIRE DEPT,
FINISH GRADE FLUSH
W/ T0P OF VAULT.~ | COVERS — SEE TABLE BELOW
2 ™ALL R | | DA MR L
e
.14
3 ~ '
WATER .
o MAIN — . v —
ur e/ [ 12°MN.
o SiZE ON size Tap ¥° !
n PV.C. OR AC. PIPE 4 .”'i“"
'A' . i M b Mo I | l
FOVMBATION ORAVEL =n.iia i 7'" - > DRAN 70 DAVLIGHT 2% ‘SLOPE 6% MIN. SCHEDULE 40
N SUMABLE suBo ety ) - PYC. OR AB.S W/SS. ORATE — TVP
SUPPORT STEEL e R T L AN e % e
SCREW JACKS. LELEVATION
P . ’Wﬁs SIZE| DCDA S'S'EW. VAULT® spsm' ICATION
' g 4 | 675 LA W/ 2-332P ACCESS HATCH
NOTES _ P 6° | 687 TL W/ 2-332P ACCESS HATCH
BACKFLOW ASSEMBLY SHALL BE USC APPROVED FOR WASHINGTON STATE. 8" 8" _|5108 LA W/ 2-332P ACCESS HATCH

INSI'NJ. ASSEMBLY N HORIZONTAL POSITION. VERTICAL POSMION IS ALLOWED IF APPROVED BY WASHINGTON STATE DEPARTMENT OF HEALTH OR USC LST
FOR VERTICAL UP OR DOWN.

BACKFLOW ASSEMBLY SHALL BE INSTALLED IN AN ACCESSIBLE LOCATION AT OR WITHIN ONE FOOT OF THE. PROPERTY LINE OR EASEMENT LINE AND ON“
THE OWNER'S PROPERTY UNLESS OTHERWISE APPROVED, DO NOT INSTALL IN AN AREA SUBJECT 70 FLOGDING,

THE WATER LINE SHALL BE TESTED, DISINFECTED AND FLUSHED PRIOR TO INSTALUNG THE BACKFLOW ASSENBLY,

ALL ENCLOSURES SHALL BE APPROVED PRIOR TO INSTALLATION.

ALL PIPE, VALVES, AND FITTINGS FROM SUPPLY MAIN SHALL BE FLANGED OR FULLY RESTRANED.

ALL FASTENERS SHALL BE HOT DIO GALVENIZED OR STAINLESS STEEL.

THE BACKFLOW ASSEMBLY SHALL BE TESTED AFTER INSTALLATION AND PRIOR YO ACCEPTANCE AND ALSO ANNUALLY THEREAFTER BY A CERTIFIED
BACKFLOW ASSEMBLY TESTER. TEST RESULTS SHALL BE SUBMITTED TO THE CITY OF BANBRIDGE ISLAND, PUBLIC WORKS DEPARTMENT, OPERATIONS &
MAINTENANCE DMISION.

MAINTAIN' MINIMUM 24 CLEARANCE ON ALL SIDES AROUND THE BACKFLOW PREVENTER, EXCEPT AS SHOWN.

PROVIDE AN ADEQUATE GRAVITY DRAINAGE SYSTEM TO DAYLIGHT. IF NOT POSSIBLE, PROVIDE AN ADEQUATELY

SIZED SUMP PUMP SYSTEM AND ELECTRICAL SUPPLY,
ORAIN WAY BE FITTED IN SIDE PROVDED IF CITY OF BAINBRIDGE ISLAND
STANDARD DETAILS

COMPLETELY D
GATE VALVES AND CONNECTED T0 BUILDING
FIRE ALARM SYSTEM. DOUBLE CHECK DETECTOR ASSEMBLY

TAMPER SWITCHES SHALL BE INSTALLED ON
GROUT ALL VAULT PENETRATIONS W LER SYSTEMS 2" OR LARGER

WiTH
GROUT INSIDE AND OUTSIDE. BURY

WATERTIGHT
ALL RESTANING RODS MIN.

DWG. NO.
PROVIDE ASSEMBLY AS A SINGLE MANUFACTURED Zovl.-07.-08
SR ¥ TOUCH READ 58" % 3p0n T NVENSUS paE | 10—160




& T T — — 4
| 6"|MIN.
\ ' 7
BURIED GATE VALVE Flay
ON INLET SIDE
7 [T )

fomees
AL
po—

] I I_ RESILIENT SEATED

SHUTOFF VALVES
=Nl (2 req’D)

6"——1

\-NIPPLE SIZE

TO FIT(TYP)

.,‘-4'\3'\

GATE VALVE : '

12" MIN.

GRAVEL BASE PLASTIC OR CONCRETE METER BOX

. Ay 3/4° TO 17 BOX SIZE 13"x24™x15",
,. ELEVATION 1"1/2" 10 2* Box SIZE 17"¢30% 15"
BACKFLOW ASSEMBLY SHALL BE USC APPROVED FOR WASHINGTON STATE.

INSTALL ASSEMBLY IN HORIZONTAL POSITION. VERTICAL POSITION IS ALLOWED IF APPROVED BY WASHINGTON STATE
DEPARTMENT OF HEALTH OR USC LIST FOR VERTICAL UP OR DOWN, ’

BACKFLOW ASSEMBLY SHALL BE INSTALLED IN AN ACCESSIBLE LOCATION AT OR WITHIN ONE FOOT OF THE PROPERTY LINE OR
EASEMENT LINE AND ON THE OWNER'S PROPERTY UNLESS OTHERWISE APPROVED. DO NOT INSTALL IN AN AREA SUBJECT TO
FLOODING OR FREEZING.

"THE WATER LINE SHALL BE FLUSHED PRIOR TO INSTALLING THE BACKFLOW ASSEMBLY.

ALL ENCLOSURES SHALL BE APPROVED PRIOR TO INSTALLATION,

" THE BACKFLOW ASSEMBLY SHALL BE TESTED AFTER INSTALLATION AND PRIOR TO ACCEPTANCE AND ALSO ANNUALLY THEREAFTER
BY A CERTIFIED BACKFLOW ASSEMBLY TESTER. TEST RESULTS SHALL BE SUBMITTED TO THE CTY OF BAINBRIDGE ISLAND,

PUBLIC WORKS DEPT., OPERATIONS & MAINTENANCE DMISION,
NIPPLES AND. UAIORS. Sho SSe hD, PIPE CITY OF BAINBRIDGE ISLAND
STANDARD DETAILS

NIPPLES AND UNIONS SHALL BE BRASS
- DOUBLE CHECK VALVE ASSEMBLY

OR SCHEDULE 80 PVC.
ALL FASTENERS SHALL BE HOT DIP
2" AND SMALLER
7

GALVANIZED OR STAINLESS STEEL.
PROVIDE ASSEMBLY AS A SINGLE

MANUFACTURED UNIT. OWG. NO.

q e, | 10—161




/~OVERHEAD OPENING : '
r‘\c: JLT. RODS SHALL
Z T0 MANFACTURERS
§ PECIFICATIONS, TYP,
g
| —_—
DRAN  {
GALV. STEEL WALL—]- :
MOUNTED CHAMBER .
LADDER W/ EXTENSION -
- UNDER ACCESS DOOR. .
PER STANDARD DETAIL e’
9-130 Y
FINISH GRADE FLUSH . ,
4 W/ TOP OF VAULT‘\ -M/-COVERS — SEE TABLE BELOW
p ”__i“: “ T AT T | BN S L .. :‘ ”Er
T:]I 4 [& LADDER PER STANDARD |- [
. T T
. » 8. .:-
3 (e = N NG
" -
& BT TR I :
NO SIZE ON SIZE TAP |- 24"MAX, :
| FOR P.V.C. OR A.C. PIPE - 4
2 ?“\ : d .
! \ '/2' PN ..'.'.3.'.'.‘."5
. SUPPORT STEEL DRAIN T0 DAYLIGHT 2% SLOPE
SCREW JACKS, 10 6"MIN. SCHEDULE 40 P.v.C. OR
HOT~DIP GALV, TYP ELEVATION AB.S W/S.S, GRATE — Typ
NOT FOR FIRE LINE-F OR DOMESTIC WATER SERVICE
PIPE SIZE] DCVA [USE "UTiLTY VAULT® SPECIFICATION
_ OR OWNER APPROVED EQUAL
4 4 | 675 1A W/ 2-332p ACCESS HATCH
: | 8 6" |687 TL W/ 2-332P ACCESS HATCH
NOTES : 8" 8" | 5106 LA W/ 2-332p AccESS HATCH

DACKFLOW ASSEMBLY SHALL BE MSTALLED (N ACCESSIBLE Arumwmwmmmunzmmmmtmoon ER'S PROPERTY
s mmmmwmwufmmmm"mmm THE OwN

BE 12° PROVIDED ASSEMELY )3 A vz'mm’mmmmnmmm TO DAYUGHT. I NOT Poss
%mwm%mrmm&on#mmnmwumummnwm%m e

E_BACKFLOW ASSEMBIY SHALL JESTED AFTER ON AND PRIOR TO AND ALSO ANNUALL YMWAMYDWWWYIBFR
t mmufsumﬁrom:wwmmmm mmkmm.

CITY OF BAINBRIDGE ISLAND

» 3E ON ALL
m«mwmm snn;’s
PENETRATIONS WITH WATERTIGHT
INSIDE & OUTSIDE. BURY ALL RESTAWMWG RoDS MiN, 2"
mmvasmmmmm.
mwmummwommmu\m

STANDARD DETAILS

UNDERGROUND = WITH UPSTREAM MET
OUBLE CHECK VALVE ASSEMBLY
1/2" AND LARGER

T NOT ropATE o ADROATER I REV. ~ DWG. NO.
Ve A EA e M G ORARY WY B i e PUMP 207 or-05

7Y RGINEER NE | 10-162




NIPPLE SIZE )
/‘ TO FIT(TYP) , _ '
Pﬁ -
E IU ) S k D e 3
o . TEST COCKS
(4 REQ'D)
\ ' J)
INSULATED SURFACE HOT BOX
: /" ENCLOSURE /" OR EQUIVALENT
GATE VALVES
RESILIENT SEATED ’
SHUTOFF VALVES (2 REQ'D)
(2 REQ'D) -\ .
-
. &)
¢ VENT, : 12" [MIN. -
) %,OCKING . \L
AB
R I P I AR S e s e L aa
4 4 &

WY ELEVATION - \m:ﬂj%’f
j ABOVE GROUND INSTALLATION ONLY |

BACKFLOW ASSEMBLY SHALL BE USC APPROVED FOR WASHINGTON STATE.

INSTALL 'ASSEMBLY IN HORIZONTAL POSITION. VERTICAL POSITION IS ALLOWED IF APPROVED BY WASHINGTON STATE. DEPARTMENT OF
HEALTH OR USC LIST FOR VERTICAL UP OR DOWN. ’

BACKFLOW ASSEMBLY SHALL BE INSTALLED IN AN ACCESSIBLE LOCATION AT OR WITHIN ONiE FOOT OF THE PROPERTY LINE OR EASEMENT
IFJ';JEE -A:g ON THE OWNER'S PROPERTY UNLESS OTHERWISE APPROVED. DO NOT INSTALL IN AN-AREA SUBJECT 10 FLOODING OR
EZING.

THE WATER LINE SHALL FLUSHED PRIOR TO INSTALLING THE BACKFLOW ASSEMBLY.
ALL ENCLOSURES SHALL BE ‘APPROVﬂ) PRIOR TO INSTALLATION.

ALL PIPE, VALVES, AND FITTINGS FROM SUPPLY MAIN SHALL BE FULLY RESTRAINED.
ALL FASTENERS SHALL BE HOT DIP GALVANIZED OR STAINLESS STEEL,

GATE VALVES, PIPE NIPPLES, AND UNIONS SHALL BE BRASS OR SCHEDULE 80 PVC.

MANUFAGTURED, U, o CITY OF BAINBRIDGE ISLAND
‘ STANDARD DETAILS

B oo s g o
ACC REDUCED PRESSURE BACKFLOW ASSEMBLY
BE SUBMITTED TO THE CITY OF 4 ,-/2 & SMALLER

BAINBRIDGE ISLAND, PUBLIC WORKS

EPTANCE AND ALSO ANNUALLY
THEREAFTER BY A CERTIFIED BACKFLOW
. DWG. NO.
DEPARTMENT, OPERATIONS & 5l2tn & ,
MAINTENANCE DMISION. o~ AE | 10—163

ASSEMBLY TESTER. TEST RESULTS SMHALL




WALL PIPE W/FLANGE (FLFL) &"&5 gf,’,’“},"gm
RESTAINING RODS, (4) TO CONNECTION
GALVANIZED FULLY MBEDOED cRAVITY
GROUT / wmno o VALVE

. /‘ SEC'HON D.l-:o,(w

T e AT

AUXILARY LINE CONSISTING OF
\MN’ROVEDBAOK‘S"

. ". PREVENTER AND WATER METER.
’ — | INVENSUS SR~n TOUCH READ -
) R ST Bz g ] 5/8N3/4",

CALV. STEEL WAL MOUNTED cumn:n uoom_/w -
~ SEE VABLE BELOW

W/ EXTENSION UNDER ACCESS -
sez STANDARD DETAL n-uo POST INDICATOR
R BNE R | | RGNS VALVE - AS
. ' > REQUIRED BY
- 8* v, . R FIRE DEPT.
3 .
[, | RESRIENT. e e
*| SEATED : N
1vae 2 .
. SHTort :
| rea) . M)
* 3
.o
T o . /-PINISH GRADE
' . ¥ | 0 | Lad
. '\4\ ~ \ - 1 »
! S : s 1 I :':; SR 0N SUTABLE SUBGRADE
n. .V,...- PRI X -DMNM '\ ' ¥ % vA
TR —— PR T iy
VAN . TO TWICE THE ASSEMBLY ,ELB[AI]QL\-
. DIAMETER. DRAIN TO DAYLIGHT 2X SLOPE 6* MIN.
CLASS 52 DR, (TYP) , scnenuuz 40 PV.C. OR AB.S W/S.S.
. PIPE SIZE W‘U‘SW, SPECIF lﬂcA'TﬁN— ]
NOTES; _ . OR_OWNER APPROVED E:
BACKFLOW ASSEMBLY SHALL BE USC APPROVED FOR WASHINGTON STATE. | 4 4" | 875 LA W/ 2-332P HATCH
o 6 | 8 |887 TL W/ 2-332P ACCESS HATCH
BTSSP M ORI Posmo,_ e, rosen o Movey 5 | & |8100 1n W/ 2-3328 Access hacH

VERTICAL UP OR DOWM.

BACKFLOW ASSEMBLY SHALL BE INSTMLED N AN ACCESSIBLE WATMWMMOFWEWWEMMUNEMONMWS
PROPERTY UNLESS OTHERWISE APPROVED. DO WWMNMWW TO FLOODING.

WLTW!WIPW'!'MDEDAM&VBAMM'MHMLW 'ROVIDE AN ADEQUATE
m::m»:m NAY BE AT mw;'mm memmv sam QWP PUNP SvsTEs D
mmmmmnmmmmmomnmwmmmm&mmm
AL ENCLOSURES SHALL BE APPROVED PRIOR TO INSTALLATION.
MM'&WVB.MDMFWSUMYMNSMKWMW&YWNE.

AL FASTENERS SHALL BE HOT DIP GALVANIZED OR STANLESS STEEL

WMMMNIYMBEWMMMWMPRMWWM ALSO ANNUALLY NMWAMHDWASSMY
TESTER. WNWEGWOFWMNMWRKSDEP » OPERATIONS & MANTENANCE DM

AMPER SMITCHES SHALL BE INSTALLED ON QATE
VN.VBAN'D ccmtcmmwum FIRE ALARM

CITY OF BAINBRIDGE ISLAND
STANDARD DETAILS

REDUCED PRESSURE DETECTOR ASSEMBLY

MAINTAIN MINIMUM 24" CLEARANCE ON ALL SIDES
AROUND THE BACKFLOW PREVENTER, EXCEPT AS SHOWN,

MANUFACTU A FIRE SPBINKLER SYSTEM 2" & LARGER
ROUBLE CHECK VALVE ASSEMDLY'S ARE NOT ' i DWGC. NO.
We?lv'g'r wm ISLAND WATER 2cI-0f-053

SERVICE AREAS. CNY ENGINEER : DATE 10--164




o p 1‘ . e Y : . t :‘.Z:. "'. . - _.‘,; PR .
p 24" MIN. 4
S ————4 —— ——— 7yEST COCKS .
i 420" l :
»
] mN, Ne ' 2 e
‘- Q 1 oran
———————— .—;. [ra— S ——— —
3 K O XTI - . T . "
) OT BOY, -
PLAN . . _/CONCRETE VAULT
—— : 7%= OR EQUVALENT.
. Ll } "
6 MIN. _— RESILIENT SEATED SHUTOFF

VALVE (2 REQ'D)

E |
COUPLING} .
ADAPTER

SRS

SUPPORT
AN SN LN DV ST T T
‘ . TDRAIN AND STRANER AT AN, I
\ i 52 (DIAMETER SHALL BE , ’ q;r T, 15 peng 5-OROUT EXTERIOR MIN.
»22 "\OREATER THAN OR EQUAL\ : oty -, 87 IN ALL DIRECTIONS
o, 210 TWICE THE ASSEMBLY .7 o5 o a T Ty 1@ ALL PIPES, TYP.
%ot " DWNETER. DRAN PIPE DI F) FVATION ™ X ey
FOUNATON ORAL — 7" o2 0R Pve coco. . RS
DRAIN TO DAYLGHT 2% SLOPE
ON SUITABLE SUBGRADE ABOVE GROUND INSTALLATION ONLY S M, SCHEbULE e b F e
[ PIPE SIZE] RPBA [USE "UTILITY VAULT" SPECIFICATION ]  AB.S W/S.S. GRATE ~ Typ
OR_OWNER APPROVED EQUAL .
r 4" 1675 TA W/ 2-332P ACCESS HATCH
: 8" 6" 1687 TL W/ 2~-332P ACCESS HATCH
NOTES; _ 8" 8" 5106 LA W/ 2-332P ACCESS HATCH

BACKFLOW ASSEMBLY SHALL BE USC APPROVED FOR WASHINGTON STATE. _ ,
DT PR Vit N HORIZONTAL POSIION.  VERTICAL POSITION 1S ALLONED F APPROVED BY WASHINGTON STATE DEPARTWENT OF HEALTH OR USS
LIST FOR VERTICAL UP OR DOWN. _

ONCATETS ASSENBLY SHALL BE INSTALLED IN AN ACCESSIBLE LOCATION AT OR WITHIN ONE FOOT OF THE PROPERTY LINE OR EASEMENT LINE AND
ON THE OWNER'S PROPERTY UMLESS OTHERWISE APPROVED. DO NOT INSTALL IN AN AREA SUBJECT T0 FLOOOING,

THE WATER UNE SHALL BE TESTED, DISINFECTED AND FLUSHED PRIOR TO INSTALLING THE BACKFLOW ASSEMBLY.

ALL ENCLOSURES SHALL BE APPROVED PRIOR TO INSTALLATION.

ML PIPE, VALVES, AND FITTINGS FROM SUPPLY MAN SMALL BE FLANGED OR FULLY RESTRAINED.

EACKFL O AONELSEEMBLY SHALL BE TESTED AFTER INSTALLATION AND PRIOR TO ACCEPTANCE AND ALSO ANNUALLY THEREAFTER BY A CERTIFIED
BACKFLOW ASSEMBLY TESTER. ]

0 TEST RESULYTS SHALL BE SUBMNTED TO THE CITY OF BAINBRIDOE ISLAND, PUBLIC WORKS DEPARTMENST,
OPERATIONS & MAINTENANCE DIVISION, , :

MANTAIN MINMUM 24° WEWM%MMMPFM.M '
10 DAvisaryy\DEQUATE. GRAVITY DRAINAGE SYSTEM CITY OF BAINBRIDGE ISLAND
! : STANDARD DETAILS

GROUT ALL VAULT PENETRATIONS WITH WATERTIGHT S——
SROUT NSIDE AND' OUTSOE. BURY ALL RESTAING ABOVE GROUND WITH UPSTREAM METER

: REDUCED PRESSURE BACKFLOW ASSEMBLY
/ <72 1/2° AND LARGER

mWWDE ASSEMBLY AS A SINGLE MANUFACTURED

DWG. NO.
AL FASIENERS SHALL BE HOT DIP GALVANIZED Ry Lo -07. O

ITY ENGINEER OATE | 10—~165




RESILIENT SEATED SHUTOFF VALVES
- (2 REQ'D) '

' — /o UNIONS (2 REQ’D)
I _
A | | — |
ml s
TEST COCKS » —
(2 REQ'D)
|/
[
MIN. 6" CLEARANCES AROUND BACKFLOW
, PREVENTER, ALL SIDES, TOP AND BOITOM.
1
NIPPLE SIZE TO FIT(TYP)
- NOTES;
12" MIN. A A PVBA SHALL ONLY BE INSTALLED IN VERTICAL
.. 60" MAX. CONFIGURATION A MINIMUM OF 12" INCHES ABOVE
ABOVE DOWNSTREAM . THE HIGHEST DOWNSTREAM PIPING.
* "HIGHEST [T T '
POINT \OF USE | BACKFLOW ASSEMBLY SHALL BE USC APPROVED FOR
& ALL DOWN : WASHINGTON STATE.
STREAM' PIPING - ,
§ IF INSTALLED INDOORS, PROVIDE FOR OCCASIONAL
WATER LEAKAGE FROM AIR INLET PORT.
INSTALL IN AN ACCESSIBLE LOCATION. DO.NOT

INSTALL IN AN AREA SUBJECT TO FLOODING OR
T FREEZING,

: THE WATER LINE SHALL BE TESTED, DISINFECTED
- . AND FLUSHED PRIOR TO INSTALLING THE BACKFLOW
GROUND OR FLOOR ASSEMBLY.

GATE VALVES, PIPE NIPPLES, AND UNIONS SHALL BE
BRASS OR SCHEDULE 80 PVC.

ALL .FASTENER'S SHALL BE HOT--DIP GALVANIZED OR
STAINLESS STEEL.

THE BACKFLOW ASSEMBLY SHALL BE TESTED AFTER
INSTALLATION AND PRIOR TO ACCEPTANCE AND ALSO
ANNUALLY THEREAFTER BY A CERTIFIED BACKFLOW
ASSEMBLY TESTER. TEST RESULTS SHALL'BE
SUBMITTED TO THE CITY OF BAINBRIDGE ISLAND,
PUBLIC WORKS DEPARTMENT, OPERATIONS &
MAINTENANCE DIVISION.

CITY OF BAINBRIDGE ISLAND
STANDARD DETAILS

PRESSURE VACUUM BREAKER ASSEMBLY
FOR_2" & SMALLER

N A
REV. APRROVE DWG. NO.
% VZ S8 .33-cm
EER DATE 10—166




DOUBLE CHECK .

VALVE (TYP), WATTS ,
. 709-QT OR EQUAL \ [UNION (TYP)
N 7 j
GATE VALVE (TYP)~ [ , =
. 8" MIN,
: 90° BEND (TYp)
weee sze (L . | ’ HOPE COPPER
10 T (TP T | TUBING SIZE
12 MIN, y— )
TEE (TYP) !
DRAIN: . \ = —
2" PVC SCHEDULE - y
40 SLOTTED(1 /8" X
SLOTS ~ 1 0.C) "‘“""‘U]]]]]k | " )
HALF PIPE  CAPPED
ON END DRAIN LINE.
DRAIN TO DAYLIGHT,
MIN. OF 2% SLOPE |
(P). P N METER BOX, CARSON

— INDUSTRIES 36860 OR
EQUAL
R
8" T(! 10”

|
WETET

90 BEND (TYP) ' MIN. ' 6 MIN.—\
AT
' “ah \.
\' .
' 12" [MIN.
DRAIN—\E | Fta
. I
. NOIES: SECTION

BACKFLOW ASSEMBLY SHALL BE USC APPROVED FOR WASHINGTON STATE,

INSTALL ASSEMBi;Y IN_HORIZONTAL POSITION. VERTICAL POSITION IS ALLOWED IF APPROVED BY WASHINGTON STATE
DEPARTMENT OF HEALTH OR USC LIST FOR. VERTICAL UP OR DOWN.

BACKFLOW ASSEMBLY SHALL BE INSTALLED IN AN ACCESSIBLE LOCATION AT OR WITHIN ONE FOOT OF THE PROPERTY LINE OR
Fﬁ'tggblp%l’ (I)J:EF l@glgg THE OWNER'S PROPERTY UNLESS OTHERWISE APPROVED. DO NOT INSTALL IN AN AREA SUBJECT TO

THE WATER LINE SHALL BE TESTED, DISINFECTED AND FLUSHED PRIOR TO INSTALLING THE BACKFLOW ASSEMBLY.
ALL ENCLOSURES SHALL BE APPROVED PRIOR TO INSTALLATION.

THE BACKFLOW ASSEMBLY SHALL BE TESTED AFTER INSTALLATION AND PRIOR TO ACCEPTANCE AND ALSO ANNUALLY THEREAFTER
BY A CERTIFIED BACKFLOW ASSEMBLY TESTER. TEST RESULTS SHALL BE SUBMITTED TO THE CITY OF BAINBRIDGE ISLAND,

PUBLIC WORKS DEPT., OPERATIONS & MAINTENANCE DMISION.,
BIPE NS TSl Be DRASS AND ' CITY  OF BAINBRIDGE ISLAND
STANDARD DETAILS

PIPE NIPPLES AND UNIONS SHALL BE
SR 30N Mion
DOUBLE CHECK VALVE ASSEMBLY FOR THREE |
UNITS OR_GREATER — 2" AND SMALLER
o~~~ UNDERGROUND

PROVIDE ASSEMBLY AS A SINGLE
MANUFACTURED UNIT,

ALL FASTENERS SHALL BE HOT DIP
GALVANIZED OR STAINLESS STEEL.

OWG. NO.
e | 10-167
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